
“Helping to maintain a healthy community” 

August 2023 

To:    Plumbing Contractors and Home Owners 

From:    Gayle R. Duncan, CPI 

Re:    Well Water Balanced Flow Water Supply System 

If there is a well water balanced flow water supply system installed in a building then an 

expansion tank #ST 5 or equivalent must be installed between the hot water tank shut-off 

valve and the hot water tank. 
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